
o u STATE OF WASHINGTON 

DEPARTMENT OF SOCIAL AND HEALTH SERVICES \ 

WATER BACTERIOLOGICAL ANALYSIS 
SAMPLE COLLECTION: -READ INSTRUCTIONS ON BACK OF G0L0ENR0D COPY 

If Instructions are not followed, sample will be-rejected. 

DATE COLLECTED 
MONTH 

ll 

rH / DAY / YEAR 

/ * A ? 

TIME COLLECTED 
u : CO 
EKAM • PM 

COUUTY NAME. r. 

I j C  

• PUBLIC 
• INDIVIDUAL 
(aervea only 1 residence) 

I.D. No. 
CIRCLE CLASS 

12 3 4 

NAME OF SYSTEM 

SPECIFIC LOCATION WHERE SAMPLE COLLECTED 
(it kitchen tap O school, (ire station, fountain) 

| 
SYSTEM OWNER/MGR NAME AND TEIEBCNE NO SPECIFIC LOCATION WHERE SAMPLE COLLECTED 

(it kitchen tap O school, (ire station, fountain) 

| ( ) 
SAMPLE COLLECTED BY: (Nanw) 

SOURCE TYPE 

• SURFACE • WELL • SPRING • PURCHASED • ̂OTHER1'™ 

1 REPQ 3T TO: (Print Full Napy, Address and Zipjode) 

£ o <  c j  3 1 ^  < j ^  

(<^eo^Lxuo~cJlc .WASHINGTON. <79337 

.Free) 

TYPE OF SAMPLE 
(Check only one In this column) 

1 n 
1. • DRINKING WATER l—l Chlorinated (Residual: Total. 

check treatment —^ D Filtered 
• Untreated or Other 

2. • RAW SOURCE WATER 
3. • NEW CONSTRUCTION or REPAIRS 
4. • OTHER (Specify) ; 

COMPLETE IF THIS SAMPLE IS A CHECK SAMPLE 

PREVIOUS IAB NO 

PREVIOUS SAMPLE COLLECTION DATE. 
REMARKS: 

LABORATORY RESULTS (FOR LAB USE ONLY) 

MPN - COLIFORM 

O / 5 tubes positive 

STD PLATE COUNT 

/ ml 
SAMPLE NOT TESTED 

BECAUSE: 

CD Sample Too Old 

CD Not In Proper Container 

f~j Insufficient Information 
— Provided—Please Read 

Instructions on Form 

n 

MPN DILUTION 

Aw ml 

TEST UNSUITABLE 

1. CD Confluent Growth 

2. • TNTC 

3. • Excess Debris 

4. n 

SAMPLE NOT TESTED 
BECAUSE: 

CD Sample Too Old 

CD Not In Proper Container 

f~j Insufficient Information 
— Provided—Please Read 

Instructions on Form 

n 

MF COLIFORM 

7\ 00 ml 

TEST UNSUITABLE 

1. CD Confluent Growth 

2. • TNTC 

3. • Excess Debris 

4. n 

SAMPLE NOT TESTED 
BECAUSE: 

CD Sample Too Old 

CD Not In Proper Container 

f~j Insufficient Information 
— Provided—Please Read 

Instructions on Form 

n 
FECAL COLIFORM 

• MPN • MF 
/inn mi 

TEST UNSUITABLE 

1. CD Confluent Growth 

2. • TNTC 

3. • Excess Debris 

4. n 

SAMPLE NOT TESTED 
BECAUSE: 

CD Sample Too Old 

CD Not In Proper Container 

f~j Insufficient Information 
— Provided—Please Read 

Instructions on Form 

n 
FECAL COLIFORM 

• MPN • MF 
/inn mi 

FOR DRINKING WATER SAMPLES ONLY, THESE RESULTS ARE: Jfetf SATISFACTORY • UNSATISFACTORY 

SEE REVERSE SIDE OF GREEN COPY FOR EXPLANATION OF RESULTS 
LAB NO. 

I  : • (  > l  

DATE. TIME RECEIVED- RECEIVED BY 

DATE REPORTED 

'AC: ~gf 
nrn tni/r ' 

LABORATORY: 

REMARKS 

WATER SUPPLIER COPY 

BENTON-FRANKLIN DIST. HEALTH OEPT 
50G McKEfiZ'E ST. 

RKHLAND, WASHINGTON S9352 
(Br 



f Y 

ujiij i j- n j \n i-a i 

STATE OF WASHINGTO^j/t 

DEPARTMENT OF SOCIAL AND HEALWSERVICESV^ J 
WATER BACTERIOLOGICAL ANALYSIS 
SAMPLE COLLECTION: READ INSTRUCTIONS ON BA^OF GOLDENROD COPY 

If instructions are not followed, sample will be rejected. 

DATE COLLECTED 
MONTH/ DAY / YEAR '£/ 3  / $ 7  
TilPE OF SYSTEM 

• FCUBLIC: 
;tD INDIVIDUAL 
feefvei only 1 residence) 

TIME COLLECTED 
It 

• AM 

COUNTY NAME 

IF PUBLIC SYSTEM.COMPLETE; 

I D. No. 

NAME OF SYSTEM 

P <b̂ O_ 
N WHERE SAI 

n 
:*u. 

m i' 

CIRCLE CLASS 

1 - 2  3  4  

SPECIFIC LOCATION WHERE SAMPLE COLLECTED 
(te. kitchen tap C school. lire elation, fountain) 

- JU»5 7-
STEM OWNER/MGR. NAME AND TELEPHONE NO. 

SAMPLE COLLECTED BY: (Name) 

SOUR _ 
n SURFACE • WELL • SPRING • PURCHASED • S?^-UCOTI0N 

•'Tiff- or OTHER 

SEND REPORT TO: (Print Full Name, Address dhd Zip Code) 
H i :  T - C C I \ K J \ C G  n w  < r m J i K Q  s c g v f c c * ?  , C P  

. H * O  

C l<T 

TYP^OF SAMPLE 
(Check only one ta),thie column) • 

1. • DRINKING WATER CI Chlorinated (Residual:. 
check treatment—I—) Filtered 

' ' •••-' - o Untreated or Other 

2. • RAW SOURCE WATER E 
3. • NEW CONSTRUCTION or" REPAIRS 
4. • OTHER (Specify) • V 

•JSWASHINGTQN' 

_Total • .Free) 

COMPLETE IF THIS SAMPLE IS A CHECK 

PRI S LAB NO.. 

PRCTfouS SAMPLE COLLECTION DATE. 
m 

REMARKS: 

LABORATORY RESULTS (FOR LAB USE ONLY) 

MPN-> COUFORM 

LA^ 5 tubes postttve 

STD PLATE COUNT^r 

/ ml 

SAMPLE NOT TESTED 
BECAUSE: 

Oi&ample Too Old 

CJ Not In Proper Container 

| | Insufficient Information 
Provided—RIease. Read 
Instructions on Form 

n 

MPN DILUTION 

t^OO ml 

TEST UNSUITABLE 

1. CD Confluent Growth 

2. • TNTC 

3. C3 Excess Debris 

4 n 

SAMPLE NOT TESTED 
BECAUSE: 

Oi&ample Too Old 

CJ Not In Proper Container 

| | Insufficient Information 
Provided—RIease. Read 
Instructions on Form 

n 

MF COLIFORM 

- - -a-- /loomi 

TEST UNSUITABLE 

1. CD Confluent Growth 

2. • TNTC 

3. C3 Excess Debris 

4 n 

SAMPLE NOT TESTED 
BECAUSE: 

Oi&ample Too Old 

CJ Not In Proper Container 

| | Insufficient Information 
Provided—RIease. Read 
Instructions on Form 

n 
FECAL COUFORM 

• MPN • MF 
• Ann mi 

TEST UNSUITABLE 

1. CD Confluent Growth 

2. • TNTC 

3. C3 Excess Debris 

4 n 

SAMPLE NOT TESTED 
BECAUSE: 

Oi&ample Too Old 

CJ Not In Proper Container 

| | Insufficient Information 
Provided—RIease. Read 
Instructions on Form 

n 
FECAL COUFORM 

• MPN • MF 
• Ann mi 

FOR DRINKING WATER SAMPLES ONLY. THESE RESULTS ARE: 
SATISFACTORY O UNSATISFACTORY 

SEE REVERSE SIDE OF GREEN COPY FOR EXPLANATION OF RESULTS 
LAB NO. 

/ i ' ! < l  "  

DATE, TIME RECEIVED-^ . 
* ' 7? '° ° 

i ^ - / 6  

RECEIVED BY 

: 
DATE REPORTED 

lit-/S-87 
REMARKS 

LABORATORY: 

benton-franKLin oist. health DEPT. 1 

506 McKENZJE ST. . 
RICHLAND. WASHINGTON 99352 j 

WATER SUPPLIER COPY IPs 



USTATE OF WASHINGTON <j / \ 
DEPARTMENT OF SOCIAL AND HEALTH SERVICES V^/ 

Vg'ATCR BACTERIOLOGICAL ANALYSIS 
' 'SAMPLE COLLECTION: READ INSTRUCTIONS ON BAC&OF GOLDENROD COPY 

If instructions are not followed, sample will be rejected. 

» DATE COLLECTED 
MONTH / DAY / YEAR 

11-dJL-JS1 

TYT>E OF SYSTEM 
Si-

• PUBLIC 
0 INDIVIDUAL 
(ierves only 1 rettdenca) 

TIME COLLECTED 
• / . .V: 

• AM PM 

COUNTY NAME 

IF PUBLIC SYSTEM.RPOMPLETE; 

I.D. No. 

NAME OF SYSTEM 

SPECIFIC LOCATIONVlHERE SAMPLE COLLECTED 
(to. kitchen top O octroi.'lire station, fountain) 

J 
.-£r. 

CIRCLE CLASS 

1 2 3 4 

4 

A IMIE Uf WASHING IUJ£-. V I 
DEPARTMENT OF SOCIAL AND HEALTH SERVICESV^/ 

WATER BACTERIOLOGICAL ANALYSIS 
SAMPLE COLLECTION: READ INSTRUCTIONS ON BA^'OF GOLDENROD COPY 

If instructions are not followed, sample will be rejected. 

DATE COLLECTED 

TYjpE OF SYSTEM 

• PUBLIC 
Cl INDIVIDUAL 
4»en«a only i reattenca) 

TIME-COLLECTED 
MONTH / OAY / YEAR bL :.C X _ . • 

I X /  ?  7 S7 „ nTii Jer£ 

COUNTY NAME 

IF PUBLIC SYSTEM,".COMPLETE;': 

I.D. No. CtROE CLASS 

12 3 4 

NAME OF SYSTEM 

Jfc. OOb 4 
NAME AND TELEPHONE NO. 

( )| 
SAMPLE COLLECTED BY: (Name) -

•& 
•«" 

SOl/RCE TYPE 

• SURFACE • WE 

SEND 
.eli. 

• SPRING PURCHASED • £°OTHER™PN 

int Full Name, Addressed Zip Code) „ 
-V te^UL/T/LQ —>Sl-O A 

SPECIFIC LOCATION VfHERE SAMPLE COLLECTED 
<ie. kitchen Up O school fin station, founUin) 

3 
ITEM OWNER/l%jR. NAME AND TELEROff NO. 

C l  _ ) ! '  
SAMPLE COLLECTED BY; (Name) 

SOURCE TYPE 
• SURFACE DWELL • SPRING •'PURCHASED • ̂̂ •HERT,°N n 
SEND REPORT T£: (Print Full Name, Address iahd Zip Codej 

"I C^CA/jAo Sc u 

( cj M < (-J 2, 3^ 0Ur< #• 

gWASHINpTON, 

.Free) 

TYPE,PF SAMPLE 
(Cbecti.oniy one in this cotufnn) 

1. CD DRINKING WATER I—' Chlorinated (Residual: Total. 
check treatment > CD Filtered 

- ' - ' ; _• Untreated or Other 

2. • RAW SOURCE WATER 
3. CD NEW CONSTRUCTION or REPAIRS 
4. • OTHER (Specify) 

. SStTASHINQTON ^3*7 
"ZF*- • 
,-jryC • -..«X 

t 

TYPE OF SAMPLE 
(Check only one In this cOkam) 

J r 
1. • DRINKING WATER CD. Chlorinated (Residual: 

check treatment > • Filtered 
: ' ~ D Untreated or Other _L 
2. CD RAW SOURCE WATER • 
3. • NEW CONSTRUCTION or REPAIRS . 
4. CD OTHER (Specify) 

.Total. .Free) 

COMPLETE IF..THIS SAMPLE IS A CHECK SAMPL^rf 

PflEwjlS IAB NO ' " 

COMPLETE IF THIS SAMPLE IS A CHECK SAMPt^\ 

PREwSllS IAB N0 •' 

PREVlOUSSAMPLE COLLECTION DATE. PREVIOUS SAMPLE COLLECTION DATE. 
V. 

•*> REMARKS; REMARKS: 

4-

LABORATORY RESULTS,:(FOR LAB USE ONLY) 

MPk)- COUFORM 

LABORATORY RESULTS (FOR LAB USE ONLY) 

Oi 5 tubes positive 

MPN DILimON 
' ^00 ml 

MF COLIFORM 

, / o b  m i  

FECAL COLIFORM 

• MPN • MF 
/|00 ml 

STD PLATE COUNTS 

/ ml 

TEST UNSUITABLE 

1. • Confluent Growth 

2. CD TNTC 

3. • Excess Debris 

4. • 

SAMPLE NOT TESTED 
BECAUSE: 

CD Sample Too Old 
»;'• 

o Not In Proper Container 

I |. Insufficient Information __ 
— Provided—Please-Rfiad^ 

Instructions on Form 

MPf4 - COLIFORM 

5 tubas positive 

STD PLATE COUNT^l 

/ml 

SAMPLE NOT TESTED 
1 BECAUSE: 

• ̂ample Too Old 
_T-
CD Not In Proper Container 

| | Insufficient Information 
.— Provided—-Please Read 

Instructions on Form 

rt 

MP{J DILUTION 

/oo ml 

TEST UNSUITABLE 

1. CD Confluent Growth 

2. • TNTC 

3. CD Excess Debris 

4. n 

SAMPLE NOT TESTED 
1 BECAUSE: 

• ̂ample Too Old 
_T-
CD Not In Proper Container 

| | Insufficient Information 
.— Provided—-Please Read 

Instructions on Form 

rt 

MF COLIFORM 

/.toto 

TEST UNSUITABLE 

1. CD Confluent Growth 

2. • TNTC 

3. CD Excess Debris 

4. n 

SAMPLE NOT TESTED 
1 BECAUSE: 

• ̂ample Too Old 
_T-
CD Not In Proper Container 

| | Insufficient Information 
.— Provided—-Please Read 

Instructions on Form 

rt 
FECAL COLIFORM 

• MPN • MF 
/inn mi 

TEST UNSUITABLE 

1. CD Confluent Growth 

2. • TNTC 

3. CD Excess Debris 

4. n 

SAMPLE NOT TESTED 
1 BECAUSE: 

• ̂ample Too Old 
_T-
CD Not In Proper Container 

| | Insufficient Information 
.— Provided—-Please Read 

Instructions on Form 

rt 
FECAL COLIFORM 

• MPN • MF 
/inn mi 

FORpRINKING WATER SAMPLES ONLY. THESE RESULTS ARE: 

^ SATISFACTORY • UNSATISFACTORY 

SEE REVERSE SIDE OF GREEN COPY FOR EXPLANATION OF RESULTS 
LAB NO. 

UfeSa-'/o 
DATE. TRUE RECEIVED— 

_ -i. V 
RECEIVED BY 

Jyy. 
DATE REPORTED LABORATORY: ^ 

BENT0N4RANKLIN DIST. HEALTH DEPT. 
#"506 HcKENZIE ST. 

REMARKS 

LABORATORY: ^ 

BENT0N4RANKLIN DIST. HEALTH DEPT. 
#"506 HcKENZIE ST. 

WATER SUPPLIER COPY 
RICHLAND, WASHINGTON 99352 

FOR DRINKING WATER SAMPLES ONLY. THESE RESULTS ARE: 

SATISFACTORY Q UNSATISFACTORY 

SEE REVEFtSE SIDE OF GREEN COPY FOR EXPLANATION OF RESULTS 
LAB NO. 

^ ca-fr/ 
DATE REPORTED 

'f'Z-t7 
REMARKS ' 

DATE, TIME RECEIVED-

-/# - %7 

J. £• 
RECEIVED BY 

V • 
LABORATORY: 

WATER SUPPLIER COPY 

-•V 

BENTON-FRANKLIN DIST. HEALTH SEPT. f:- 506 HcKENZIE ST. 
RICHLAND. WASHINGTON 99352 

©t 



> /""N STATE OF WASHINGTOI*^ 7 V 

v:: V. ) DEPARTMENT OF SOCIAL AND HEAL*! SERVICES^ J 

tATER BACTERIOLOGICAL ANALYSIS 
JIPLECOLLECTION: READ INSTRUCTIONS ON BA&OF GOLDENROD COPY 
If Instructions are not followed, samplelwlll be rejected. 

DATE COLLECTED 
MONTH / DAY / YEAR 

TIME COLLECTED 

AM ijD PM 

T^E OF SYSTEM 

• 
INDIVIDUAL 
i» onty 1 mideAM) 

.D. No. 
L-»pJ 

CIRCLE a ASS 

12 3 4 

Hr '$£ •-

NAME OF SYSTEM 

SPECIFIC LbCATtONf/HEaE SAMPLE CQLLECflcO 
(m kitchen tap 0 school, lire elation. lountalnl 

\ ) U C  &&&*£ 
SAMPLE COLLECTED BY: tttame) 

SYSTEMdWNER/ISSR. NAME AJ0TElEPHpNETfi »^ 

( ) 
SOflftCE TY! 

• SURFACE 
J 'S' „ ' n COMBINATION B'WELL • SPRING 0 PURCHASED • or OTHER 

SEND REPORT TO: (Print Full Name, Address arid ZlpCode) _ _ 
^ r t t c v T ^ i f o  - t  r <qsjw^O — iSL 

Ohi (J 3?a<p M 

^jyASHINtTTON 

TYP^OF SAMITE 
(Checjtonty one InfMs column) 

1. • DRINK1NGWATER 
check treatment — 

m-

D Chlorinated (Residual:. 

K • Filtered 
'O Untreated or Other — 

2. CD RAW SOURCE WATER 
3. CD NEW CONSTRUCTION or REPAIRS .. 
4. El OTHER (Specify). 

.Total. .Free) 

COMPLETE IF THIS SAMPLE IS A CHECK SAMPUEft 

PREvfptJS lABrlfO. 
PREVIOUS'SAMPLE COLLECTION DATE. 

m 

REMARKS: 

MP^- COLIFORM 

l^^r 5 tutoet poailtve 

STD PLATE COUNT 

/ ml 

SAMPLE NOT TESTED 
BECAUSE: 

jC; 
l~l ̂ ample Too Old 

CD Not In Proper Container 

r~| lrtsufflclentlnlormation 
•—1 Provided—Please Read 

Instructions on Form 

d* 

MPN DILUTION 

' /ooml 

TEST UNSUITABLE 

1. CD Confluent Growth 

2. CD TNTC , 

3. CD Excess Debris 

A n 

SAMPLE NOT TESTED 
BECAUSE: 

jC; 
l~l ̂ ample Too Old 

CD Not In Proper Container 

r~| lrtsufflclentlnlormation 
•—1 Provided—Please Read 

Instructions on Form 

d* 

MF COLIFORM f 

/(JO ml 

TEST UNSUITABLE 

1. CD Confluent Growth 

2. CD TNTC , 

3. CD Excess Debris 

A n 

SAMPLE NOT TESTED 
BECAUSE: 

jC; 
l~l ̂ ample Too Old 

CD Not In Proper Container 

r~| lrtsufflclentlnlormation 
•—1 Provided—Please Read 

Instructions on Form 

d* 
FECAL COLIFORM 

• JriPN • MF 
/too ml 

TEST UNSUITABLE 

1. CD Confluent Growth 

2. CD TNTC , 

3. CD Excess Debris 

A n 

SAMPLE NOT TESTED 
BECAUSE: 

jC; 
l~l ̂ ample Too Old 

CD Not In Proper Container 

r~| lrtsufflclentlnlormation 
•—1 Provided—Please Read 

Instructions on Form 

d* 
FECAL COLIFORM 

• JriPN • MF 
/too ml • - — -

! 
. i «v, 

FOMJRINKING WATER SAMPLES ONLY, THESE RESULTS ARE: 

SATISFACTORY jU UNSATISFACTORY 

SEE REVERSE SIDE OF GREEN COPY FOR EXPLANATION OF RESULTS 
* RECEIVED BY 

LAB NO 

V / i f t U P . - . E  
OAT6JTEPORTED 

J & W I - X 7  

OATE. TIME RECEIVED-

f i . M » *  H 

% ^ 

'1/ 
laboratory. 

REMARKS 

BEOTBN-fttKKUN DIST. HEALTH DEPT. 
>506 McKENZiE ST. 

RICHLAND. KASKINGLIJN 9S352 
WATER SUPPLIER COPY ®» 



Burmah Burmah Technical Services, Inc. 
Analytical Laboratories Division 

P.O. Drawer 2609 
Gulfport, MS 39505 601-863-3036 

ANALYTICAL REPORT 

T e c h n i c o  &  E n v i r o n m e n t a l  S e r v i c e s  

2 0 1  W e s t  3 3 r d  A v e n u e  

K e n n e w i c k ,  W a s h i n g t o n  9 9 3 3 6  

A T T E N T I O N :  M r .  J o h n  Z i l l i c h  

DATE SAMPLE RECEIVED: 1 2 - 1 1 - 8 7  

MONTH COVERED: D e c e m b e r ,  1 9 8 7  

CLIENT NUMBER: 0 6 0 A  1  

SAMPLED BY: C l i e n t  

FREQUENCY: A s  R e q u e s t e d  

DATE: J a n u a r y  2 9 ,  1 9 8 8  

IDENTIFICATION: W a t e r  S a m p l e s  

SAMPLE 
NUMBER CLIENT I.D. TOC UNITS 

0 2 1 6 0  JUB l 1 8 . 3  m g / 1  

0 2 1 6 1  J U B  2  1 A .  9  m g / 1  

0 2 1 6 2  J U B  3  1 3 . 7  m g / 1  

0 2 1 6 3  J U B  A  2 7 . 2  .  m g / 1  

0 2 1 6 A  J U B  C O N T R O L  1 3 .  l  m g / 1  

APPROVED BY: 

KAREN H. BROWN 
LABORATORY MANAGER 



Burmah Technical Services, Inc. 
Analytical Laboratories Division 

P.O. Drawer 2609 
Gulfport, MS 39503 601-863-3036 

Technico & Environmental Services 
201 West 33rd Avenue 
Kennewick, Washington 99336 

ATTENTION: Mr. John Ziliich 

DATE SAMPLE RECEIVED: 12-11-87 
CLIENT NUMBER: 060A 1 
SAMPLE NUMBER: 02152 
SAMPLED BY: Client 
FREQUENCY: As Requested 
DATE: January 29, 1988 

IDENTIFICATION: Pasco Landfill Water Sample - EE2 

PARAMETER UNITS 

2.A-D <100 M-g/1 
2,4,5-TP (Silvex) <10 Pg/1 
2,4,5-T <100 ug/i 
MCPA <100 Pg/1 
1,1-Dichloroethylene A Pg/1 
1,1-Dichloroethane 10 Pg/1 
Trans-1,2-Dichloroethylene 6 Pg/1 
Chloroform 12 Pg/1 
1,1,1-Trichloroethane 31 Ug/1 
Trichloroethylene 36 fLg/1 
Tetrachloroethylene 11 pg/1 
Toluene <2 pg/1 
Total Xylenes <2 Ug/1 

KAREN H. BROWN 
LABORATORY MANAGER 

L 



Burmah Technical Services, Inc. 
Analytical Laboratories Division 

P.O. Drawer 2609 
Gulfport, MS 39503 601-863-

Technico & Environmental Services 
201 West 33rd Avenue 
Kennewick, Washington 99336 

ATTENTION: Mr. John Ziliich 

DATE SAMPLE RECEIVED: 12-11-87 
CLIENT NUMBER: 060A 1 
SAMPLE NUMBER: 02153 
SAMPLED BY: Client 
FREQUENCY: As Requested 
DATE: January 29, 1988 

IDENTIFICATION: Pasco Landfill Water Sample - EE3 

PARAMETER 

2,4-D 
2,A,5-TP (Silvex) 
2,A,5-T 
MCPA 
1,1-Dichloroethylene 
1,1-Dichloroethane 
Trans-1,2-Dichloroethylene 
Chloroform 
1,1,1-Trichloroethane 
Trichloroethylene 
Tetrachloroethylene 
Toluene 
Total Xylenes 

UNITS 

<100 Pg/1 
<10 Pg/1 
<100 Pg/1 
<100 Mg/1 
210 fig/1 
5A0 Pg/1 
190 Pg/1 
18 Pg/1 

1,200 M-g/1 
1,500 hg/1 

92 Mg/1 
950 Pg/1 
AA0 M-g/1 

KAREN H. BROWN 
LABORATORY MANAGER 



P.O. Drawer 2609 
Gulfport, MS 39503 601-863-3036 

Technico & Environmental Services 
201 West 33rd Avenue 
Kennewick, Washington 99336 

ATTENTION: Mr. John Ziiiich 

DATE SAMPLE RECEIVED: 12-11-87 
CLIENT NUMBER: 06041 
SAMPLE NUMBER: 02154 
SAMPLED BY: Client 
FREQUENCY: As Requested 
DATE: January 29. 1988 

IDENTIFICATION: Pasco Landfill Water Sample - EE4 

PARAMETER 

2,4-D 
2,4,5-TP (Silvex) 
2,4,5-T 
MCPA 
1,1-Dichloroethylene 
1,1-Dichloroethane 
Trans-1,2-Dichloroethylene 
Chloroform 
1,1,1-Trichloroethane 
Trichloroethylene 
Tetrachloroethylene 
Toluene 
Total Xylenes 

UNITS 

<100 Pg/1 
<10 Pg/1 

<100 Pg/1 
<100 Pg/1 

<2 Pg/1 
<2 Pg/1 
<2 Pg/1 
<2 Pg/1 
3 Pg/1 
11 Pg/1 
<2 Pg/1 
6 Pg/1 
7 Pg/1 

LABORATORY MANAGER 



Burmah Technical Services, Inc. 
Analytical Laboratories Division 

P.O. Drawer 2609 
Gulfport, MS 39503 601-863-3036 

Technico & Environmental Services 
201 West 33rd Avenue 
Kennewick, Washington 99336 

ATTENTION: Mr. John Ziliich 

DATE SAMPLE RECEIVED: 12-11-87 
CLIENT NUMBER: 060A1 
SAMPLE NUMBER: 02156 
SAMPLED BY: Client 
FREQUENCY: As Requested 
DATE: January 29, 1988 

IDENTIFICATION: Pasco Landfill Water Sample - EE5 

PARAMETER UNITS 

2, A-D <100 MS/1 
2,A,5-TP (Silvex) <10 MS/1 
2.A.5-T <100 Mg/l 
MCPA <100 MS/1 
1,1-Dichloroethylene <2 MS/1 
1,1-Dichloroethane <2 MS/1 
Trans-1,2-Dichloroethylene <2 Mg/1 
Chloroform <2 MS/1 
1,1,1-Trichloroethane <2 MS/1 
Trichloroethylene <2 MS/1 
Tetrachloroethylene <2 MS/1 
Toluene <2 MS/1 
Total Xylenes <2 MS/1 

LABORATORY MANAGER 



Burmah Burmah Technical Services, Inc. 
Analytical Laboratories Division 

P.O. Drawer 2609 
Gulfport, MS 39503 601-863-3036 

Technico & Environmental Services 
201 West 33rd Avenue 
Kennewick, Washington 99336 

ATTENTION: Mr. John Zillich 

DATE SAMPLE RECEIVED: 12-11-87 
CLIENT NUMBER: 060A 1 
SAMPLE NUMBER: 02151 
SAMPLED BY: Client 
FREQUENCY: As Requested 
DATE: January 29, 1988 

IDENTIFICATION: Pasco Landfill Water Sample - EE 1 

PARAMETER UNITS 

1,1-Dichloroethylene <2 Pg/1 
1,1-Dichloroethane <2 ng/i 
Trans-1,2-Dichloroethylene <2 ng/i 
Chloroform <2 ng/i 
1,1,1-Trichloroethane <2 ng/i 
Trichloroethylene <2 ng/i 
Tetrachloroethylene <2 fig/1 
Toluene <2 Pg/1 
Total Xylenes <3 Pg/1 

KAREN H. BROWN 
LABORATORY MANAGER 



Burma h 
Burmah Technical Services, Inc. 
Analytical Laboratories Division 

P.O. Drawer 2609 
Gulfport, MS 39503 601-863-3036 

Technico 4 Environmental Services 
201 West 33rd Avenue 
Kennewick, Washington 99336 

ATTENTION: Mr. John Ziilich 

DATE SAMPLE RECEIVED: 12-11-87 
CLIENT NUMBER: 06041 
SAMPLE NUMBER: 02166 
SAMPLED BY: Client 
FREQUENCY: As Requested 
DATE: January 29. 1988 

IDENTIFICATION: Pasco Landfill Water Sample - EE6 

PARAMETER 

1,1-Dichloroethylene 
1,1-Dichloroethane 
Trans-1,2-Dichloroethylene 
Chloroform 
1,1,1-Trichloroethane 
Trichloroethylene 
Tetrachloroethylene 
Toluene 
Total Xylenes 

UNITS 

<2 Pg/1 
<2 P6/1 
<2 Pg/1 
<2 Pg/1 
<2 Pg/1 
<2 Pg/1 
<2 Pg/1 
<2 Pg/1 
<2 Pg/1 

KAREN H. BROWN 
LABORATORY MANAGER 



Burmah Burmah Technical Services, Inc. 
Analytical Laboratories Division 

P.O. Drawer 2609 
Gulfport, MS 39503 601-863-3036 

Technico & Environmental Services 
201 West 33rd Avenue 
Kennewick, Washington 99336 

ATTENTION: Mr. John Zillich 

DATE SAMPLE RECEIVED: 12-11-87 
CLIENT NUMBER: 060A1 
SAMPLE NUMBER: 02157 
SAMPLED BY: Client 
FREQUENCY: As Requested 
DATE: Januarv 29, 1988 

IDENTIFICATION: Pasco Landfill Water Sample - EE7 

PARAMETER 

1,1-Dichloroethylene 
1,1-Dichloroethane 
Trans-1,2-Dichloroethylene 
Chloroform 
1,1,1-Trichloroethane 
Trichloroethylene 
Tetrachloroethylene 
Toluene 
Total Xylenes 

UNITS 

<2 ng/i 
<2 ng/i 
<2 ng/i 
<2 iig/1 
<2 Hg/1 
<2 Pg/1 
<2 Hg/1 
<2 Hg/1 
<2 Pg/1 

KAREN H. BROWN 
LABORATORY MANAGER 



Burmah 
Burmah Technical Services, Inc. 
Analytical Laboratories Division 

P.O. Drawer 2609 
Gulfport, MS 39503 601-863-3036 

Technico & Environmental Services 
201 West 33rd Avenue 
Kennewick, Washington 99336 

ATTENTION: Mr. John Zillich 

DATE SAMPLE RECEIVED: 12-11-87 
CLIENT NUMBER: 06041 
SAMPLE NUMBER: 02158 
SAMPLED BY: Client 
FREQUENCY: As Requested 
DATE: January 29, 1988 

IDENTIFICATION: Pasco Landfill Water Sample - EE8 

PARAMETER 

1,1-Dichloroethylene 
1,1-Dichloroethane 
Trans-1,2-Dichloroethylene 
Chloroform 
1,1,1-Trichloroethane 
Trichloroethylene 
Tetrachloroethylene 
Toluene 
Total Xylenes 

UNITS 

<2 Jlg/1 
<2 jig/i 
<2 jig/i 
<2 Jig/1 
<2 Hg/1 
<2 Jig/I 
<2 Jig/1 
<2 Jig/1 
<2 Jig/i 

KAREN H. BROWN 
LABORATORY MANAGER 



Burmah Burmah Technical Services, Inc. 
Analytical Laboratories Division 

P.O. Drawer 2609 
Gulfport, MS 39503 601-863-3036 

Technico & Environmental Services 
201 West 33rd Avenue 
Kennewick, Washington 99336 

ATTENTION: Mr. John Zillich 

DATE SAMPLE RECEIVED: 12-11-87 
CLIENT NUMBER: 060A1 
SAMPLE NUMBER: 02159 
SAMPLED BY: Client 
FREQUENCY: As Requested 
DATE: January 29, 1988 

IDENTIFICATION: Pasco Landfill Water Sample - EE17 

PARAMETER UNITS 

1,1-Dichloroethylene <2 
1,1-Dichloroethane <2 Mg/1 
Trans-1,2-Dichloroethylene <2 Pg/1 
Chloroform <2 W5/1 
1,1,1-Trichloroethane <2 Hg/1 
Trichloroethylene <2 Hg/1 
Tetrachloroethylene <2 Hg/1 
Toluene <2 irg/1 
Total Xylenes <2 ng/i 

KAREN H. BROWN 
LABORATORY MANAGER 



Burmah Burmah Technical Services, Inc. 
Analytical Laboratories Division 

P.O. Drawer 2609 
Gulfport, MS 39503 601-863-3036 

Technico & Environmental Services 
201 West 33rd Avenue 
Kennewick, Washington 99336 

ATTENTION: Mr. John Zillich 

DATE SAMPLE RECEIVED: 12-11-87 
CLIENT NUMBER: 06041 
SAMPLE NUMBER: 02160 
SAMPLED BY: Client 
FREQUENCY: As Requested 
DATE: January 29, 1988 

IDENTIFICATION: Pasco Landfill Water Sample - J U B  1  

PARAMETER UNITS 

1,1-Dichloroethylene <2 ng/i 
1,1-Dichloroethane <2 Pg/1 
Trans-1,2-Dichloroethylene <2 ng/i 
Chloroform <2 Hg/1 
1,1,1-Trichloroethane <2 ng/i 
Trichloroethylene <2 Pg/1 
Tetrachloroethylene <2 Pg/1 
Toluene <2 Pg/1 
Total Xylenes <2 Pg/1 

KAREN H. BROWN 
LABORATORY MANAGER 



Burmah Technical Services, Inc. 
Analytical Laboratories Division 

P.O. Drawer 2609 
Gulfport, MS 39503 601-863-3036 

Technico & Environmental Services 
201 West 33rd Avenue 
Kennewick, Washington 99336 

ATTENTION: Mr. John Ziilich 

DATE SAMPLE RECEIVED: 12-11-87 
CLIENT NUMBER: 06041 
SAMPLE NUMBER: 02162 
SAMPLED BY: Client 
FREQUENCY: As Requested 
DATE: January 29, 1988 

IDENTIFICATION: Pasco Landfill Water Sample - JUB 3 2* 
\<Ct> 

PARAMETER jo&a UNITS 

1,1-Dichloroethylene 
1,1-Dichloroethane 
Trans-1,2-Dichloroethylene 
Chloroform 
1,1,1-Trichloroethane 
Trichloroethylene 
Tetrachloroethylene 
Toluene 
Total Xylenes 

,7 
29 
1 1  
12 
66 

101 
3 
1 

Vi 

10 

36 

< 2 
<2. 

id 

Ug/1 
Hg/1 
Hg/1 
P g / 1  

P g / 1  

Hg/1 
pg/1 
Hg/1 
M g / 1  

KAREN H. BROWN 
LABORATORY MANAGER 



Burmah 
Burmah Technical Services, Inc. 
Analytical Laboratories Division 

P.O. Drawer 2609 
Gulfport, MS 39503 601-863-3036 

Technico & Environmental Services 
201 West 33rd Avenue 
Kennewick, Washington 99336 

ATTENTION: Mr. John Zillich 

DATE SAMPLE RECEIVED: 12-11-87 
CLIENT NUMBER: 060A 1 
SAMPLE NUMBER: 02163 
SAMPLED BY: Client 
FREQUENCY: As Requested 
DATE: January 29. 1988 

IDENTIFICATION: Pasco Landfill Water Sample - JUB A 

PARAMETER 

1,1-Dichloroethylene 
1,1-Dichloroethane 
Trans-1,2-Dichloroethylene 
Chloroform 
1,1,1-Trichloroethane 
Trichloroethylene 
Tetrachloroethylene 
Toluene 
Total Xylenes 

UNITS 

< 1 ng/1 
< 1 ^g/1 
<1 
< 1 pg/1 
< 1 Hg/1 
<1 Hg/1 
<1 ng/1 
<1 Hg/1 
< 1 Hg/1 

KAREN H. BROWN 
LABORATORY MANAGER 



Burmah Burmah Technical Services, Inc. 
Analytical Laboratories Division 

P.O. Drawer 2609 
Gulfport, MS 39503 601-863-3036 

Technico & Environmental Services 
201 West 33rd Avenue 
Kennewick, Washington 99336 

ATTENTION: Mr. John Ziilich 

DATE SAMPLE RECEIVED: 12-11-87 
CLIENT NUMBER: 060A1 
SAMPLE NUMBER: 0216A 
SAMPLED BY: Client 
FREQUENCY: As Requested 
DATE: January 29, 1988 

IDENTIFICATION: Pasco Landfill Water Sample - JUB CONTROL 

PARAMETER UNITS 

1,1-Dichloroethylene <1 n g / i  

1,1-Dichloroethane < 1 

Trans-1,2-Dichloroethylene < 1 

Chloroform < 1 ng/i 

1,1,1-Trichloroethane <1 H g / 1  

Trichloroethylene <1 P g / 1  

Tetrachloroethylene <1 ng/i 

Toluene < 1 M g / 1  

Total Xylenes < l P g / 1  

KAREN H. BROWN 
LABORATORY MANAGER 



£50 5. Beechwood Avenue, Suite II 
Boise, Idaho 83709 
(208) 376-2257 

LABORATORY REPORT 

TECHNICO & ENVIRO SERVICE 
201 W. 33RD 
KENNEWICK , WA 99336 

DATE COLLECTED - - -
TIME COLLECTED - - -
DATE RECEIVED - - -
DATE REPORTED - - -

12/09/87 

12/11/87 
01/27/88 

ATTENTION: JOHN ZILLICH 
SOURCE JOB *TECHNICO 152 - JUB 

SUBMITTED 
(PASCO LANDFILL) 

JOHN ZILLICH 

LAB SAMPLE NUMBER - 6653 

BACTERIA (Organises/lOOel) 

TOTAL COLIFM : 
FECAL CCLIFORM : 

HI CHEMISTRY (eg/1 unless noted) 

FECAL STREP - -
STD PLATE COUNT 

BIOtWTICAL OXYGEN - - -
CHEMICAL OXYGEN DEMAND -
OIL S GREASE 
SUSPENDED SOLIDS 
TOTAL DISS. SOLIDS - - -
TOTAL SOLIDS 
VOLATILE SOLIDS 
SETTLEABLE SOLIDS 

(10.0 

29. t 

FLUORIDE 
HARDNESS 

AMMONIA asN 
ABiONIA DIST. - - -
NITRATE as N 
NITRITE 
ORGANIC NITROGEN - -
TOTAL XJELDAHL NITROGEN -

:.(0.05 

1.40 
(0.1 

71.3 

ACIDITY 
ALKALINITY 
BICARBONATE 
CARBONATE -
CALCIUM 
OLORIOE 
RESIDUAL CH.0RIH 
COLOR 
SPEC. CONDUCTANCE - -
CORROSIVITY 
CYANIDE FRE 
CYANIDE TOTAL 
CYANIDE NEAK ACID DIS - -

ADDITIONAL TESTS AVAILABLE UPON REQUEST 
This report for the exclusive use of the chent(s) to dwe it is addressed. Its disclosure to others 
These results refer only to the specific saaple tested. Liability is liiited to cost of analysis. 

PHENOL 
pH (S.U.) 
ORTHO PHOSPHATE - - -
TOTAL PHOSPHATE - - ~ 
StlFATE 
SULFIDE 
SURFACTANT 
TAWIN i LIGNIN - - -
TEMPERATURE 
T.O.C. 
TURBIDITY (N.T.U.) -
E P TOXICITY 

t€TALS (eg/l) unless noted 

ALUMINUM 
ANTIMONY 
ARSENIC 
BARIUM 
flO/KW 
CADMIUM 
CADMIUM GRAPHITE - -
CHROMIUM 
CHROMIUM GRAPHITE -
CHROMIUM, HXAVALENT 
COBALT 
COPPER 
GOLD 
am 
lead 
HAD GRAPHITE - - -
MAGNESIUM 
MANGANESE 
MERCURY 
MOLYBDENUM 
NICKEL 
POTASSIUM 
SELENIUM 
SILICON 
SILVER 
SODIUM 
TIN 
TITANIUM 
IINC 

0.009 
(0.1 

(0.001 

<0.005 

(0.01 

(0.01 

(0.005 

(0.01 
(0.0005 

(0.005 

<0.001 

0.005 
for use in advertising is not authoriied. 

COtKNTS: DISSOLVED IRON : <0.01 eg/1 DISSOLVED MANGANESE : (0.01 eg/1 DISSO.VED IINC 0.003 eg/1 



>4 z cjjj&jyr zrojzr 

250 S. Beechwood Avenue, Suite II 
Boise, Idaho 83709 
(208) 376-2257 

LABORATORY REPORT 

TECHNICO & ENVIRO SERVICE 
201 W. 33RD 
KENNEWICK , WA 99336 

DATE COLLECTED - - -
TIME COLLECTED - - -
DATE RECEIVED - - -
DATE REPORTED - - -

ATTENTION: JOHN ZILLICH 
SOURCE JOB 4TECHNIC0 152 - JUB 2 

SUBMITTED 
(PASCO LANDFILL) 

JOHN ZILLICH 

12/09/87 

12/11/87 
01/27/88 

LAB SAMPLE NUMBER - 6654 

BACTERIA IOrganises/lOOal) 

TOTAL COLIFORH 
FECAL COLIFORH 

NET CHMISTRY {eg/1 unless noted) 

FECAL STREP - -
STD PLATE COUNT 

BIOCHEMICAL OXYGEN - - -
CHEMICAL OXYGEN DEMAND -
OIL I GREASE 
SUSPENDED SOLIDS 
TOTAL DISS. SOLIDS - - -
TOTAL SOLIDS 
VOLATILE SOLIDS 
SETTLEABLE SOLIDS 

(10.0 
FLUORIDE 
HARDNESS 

AMMONIA asN --
AMMONIA DIST. - - -
NITRATE as N - -
NITRITE 
ORGANIC NITROGEN -
TOTAL KJELDAH NITROGEN -

(0.05 

: i.JJ 
<0.1 

27.6 67.9 

ACIDITY 
ALKALINITY 
BICARBONATE 
CARBONATE 
CALCIUM 
CHLORIDE 
RESIDUAL CHORINE - - -
COLOR 
SPEC. CONDUCTANCE - - -
CORROSIVITY 
CYANIDE FREE 
CYANIDE TOTAL 
CYANIDE NEAX ACID DIS - -

ADDITIONAL TESTS AVAILABLE UPON REQUEST 
This report for the exclusive use of the client(s) to dm it is addressed. Its disclosure to others 
These results refer only to the specific saeple tested. Liability is liiited to cost of analysis. 

PHENOL 
pH (S.U.) 
ORTHO PHOSPHATE - -
TOTAL PHOSPHATE - ~ 
SULFATE 
SULFIDE 
SURFACTANT 
TAWIN t LIGNIN - -
TEMPERATURE 
T.O.C. -
TURBIDITY (N.T.U.) 
E P TOXICITY - - -

METALS lag/1) unless noted 

ALUMIKJh 
ANTIMONY 
ARSENIC 
BARIUM 
BORON 
CADHIUH 
CADMIUM GRAPHITE 
CHROMIUM 
CHROMIUM GRAPHITE - --
(MHIUN, LEXAVALENT - -
COBALT 
COPPER 
GOLD--- -
IRON 
LEAD-
LEAD GRAPHITE 
MASESIUH 
MANGANESE 
tCRCURY 
MOLYBDENUM 
NICKEL 
POTASSIUM 
SELENIUM 
SILICON 
SILO 
SODIUM 
TIN 
iliMiUH 
IINC 

O.OOS 
<0.1 

<0.001 

<0.005 

<0.01 

<0.01 

(0.005 

<0.01 
<0.0005 

<0.005 

<0.001 

0.004 
for use in advertising is not authorized. 

COMtENTS: DISSOLVED IRON <0.01 eg/1 DISSOLVED HANGAHSE <0.01 ag/1 DISSOLVED IINC 0.005 ag/1 



XXCJXFAf T"OJ?1T 

250 S. Beechwood Avenue, Suite II 
Boise, Idaho 83709 
(208) 376-2257 

LABORATORY REPORT 

TECHNICO & ENVIRO SERVICE 
201 W. 33RD 
KENNEWICK , WA 99336 

BATE COLLECTED - - -
TIME COLLECTED - - -
DATE RECEIVED 
DATE REPORTED 

12/09/87 

12/11/87 
01/27/88 

ATTENTION: JOHN ZILLICH 
SOURCE JOB *TECHNICO 152 - JUB 3 

SUBMITTED 
(PASCO LANDFILL) 

JOHN ZILLICH 

LAB SAMPLE NUMBER - 6655 

BACTERIA (Organises/lOOel) 

TOTAL CCLIFM 
FECAL C0L1F0HH 

HET CHEMISTRY (ag/1 unless noted) 

BIOCHEMICAL OXYGEN - - -
CHEMICAL OXYGEN DEMAND -
OIL S GREASE 
SUSPENDED SOLIDS 
TOIAL DISS. SOLIDS 
TOTAL SOLIDS 
VOLATILESOLIDS 
SETILEABLE SOLIDS 

(10.0 

ACIDITY 
ALKALINITY 
BICARBONATE -
CARBONATE 
CALCIUM 
CHLORIDE 
RESIDUAL CHORINE - - -
COLOR 
SPEC. COtOJCTANCE 
CORROSIVITY 
CYANIDE FKE -
CYANIDE TOTAL 
CYANIDE NEAK ACID DIS -

27.6 

FECAL STREP - -
STD HATE COUNT 

FLUORIDE 
HARDNESS 

AMMONIA asN 
AMMONIA DIST. 
NITRATE asN 
NITRITE 
ORGANIC NITROGEN - - -
TOTAL KJELDAHL NITROGEN -

PHENOL 
pH (S.U.) - - • 
0R1H0 PHOSPHATE 
TOTAL PHOSPHATE 
SULFATE 
StiEIDE 
SURFACTANT 
TANNIN S UGN1N 
TEMPERATWE 
T.O.C. 
TURBIDITY (N.T.U.) 
E P TOXICITY 

<0.05 

1.J4 
<0.1 

69.1 

ADDITIONAL TESTS AVAILABLE UPON REQUEST 
This report for the exclusive use of the client(s) to uhoe it is addressed. Its disclosure to others 
These results refer only to the specific saeple tested. Liability is United to cost of analysis. 

tfTALS (eg/1) unless noted 

ALUMINUM 
ANTIMONY 
ARSENIC 
BARIUM 
BORON 
CADMIUM 
CADMIUM GRAPHITE 
CHROMIUM 
CHROMIUM GRAPHITE - - -
CHROMIUM, fCXAVALENT - -
COBALT 
COPPER 
GOLD 
IRON 
LEAD 
LEAD GRAPHITE 
MAGNESIUM 
MANGANESE 
MERCURY 
MOLYBDENUM 
NICKEL 
POTASSIUM 
SELENIUM 
SILICON 
SJtO 
SODIUM 
TIN 
TITANIUM 
IINC 

0.009 
<0.1 

<0.001 

<0.005 

<0.01 

<0.01 

<0.005 

<0.01 
<0.0005 

(0.005 

<0.001 

0.002 
for use in advertising is not authorized. 

OMNTS: DISSOLVED IRON : <0.01 eg/1 DISSOLVED MANGANESE ; <0.01 eg/1 DISSOLVED IINC 0.001 eg/1 



>4 Z CRJARJSRJW OJ?A VOJUT 
250 S. Beechwood Avenue, Suite II 

Boise, Idaho 83709 
(208) 376-2257 

LABORATORY REPORT 

TECHNICO & ENVIRO SERVICE 
201 W. 33RD 
KENNEWICK , WA 99336 

DATE COLLECTED - - -
TIME COLLECTED - - -
DATE RECEIVED - - -
DATE REPORTED - - -

ATTENTION: JOHN ZILLICH 
SOURCE JOB *TECHNICO 152 - JUB 4 

SUBMITTED 
(PASCO LANDFILL) 

JOHN ZILLICH 

12/09/87 

12/11/87 
01/27/88 

T.AR SAMPLE NUMBER - 6656 

BACTERIA (Organisas/lOOel) 

TOTAL COLIFORM : 
FECAL COUFORH : 

WET CTEHISTRY (eg/1 unless noted) 

BIOCHEMICAL OXYGEN - -
CHEMICAL OXYGEN DEMAND ~ 
OIL S GREASE 
SUSPENDED SOLIDS 
TOTAL DISS. SOLIDS - -
TOTAL SOLIDS 
VOLATILE SOLIDS 
SETTUABLE SOLIDS - - -

(10.0 

ACIDITY 
ALKALINITY 
BICARBONATE 
CARBONATE 
CALCIUM 
CHORIDE 
RESIDUAL CHORINE - - -
COLOR 
SPEC. CONDUCTANCE 
CORROSIVITY 
CYANIDE FREE 
CYANIDE TOTAL 
CYANIDE BEAK ACID DIS -

25.6 

FECAL STREP - -
STD PLATE COUNT 

FLUORIDE 
HAIWSS 

ABM A as N - -
AMMONIA DIST. - - -
NITRATE asN — 
NITRITE 
ORGANIC NITROGEN 
TOTAL KJELDAH NITROGEN -

PHENOL 
pH (S.U.) 
mm PHOSPHATE 
TOTAL PHOSPHATE 
SULFATE 
SULFIDE 
SURFACTANT 
TMUN t LIGN1N 
TEMPERATUfc 
T.O.C. 
TURBIDITY (N.T.U.) - - ~ 
E P TOXICITY 

: <0.05 

: 1.17 
(0.1 

65. S 

ADDITIONAL TESTS AVAILABLE UPON REQUEST 
This report for the exclusive use of the client(s) to W)o# it is addressed. Its disclosure to others 
These results refer only to the specific saeple tested. Liability is litited to cost of analysis. 

METALS (eg/1) unless noted 

ALUHIKJH 
ANTIMONY 
ARSENIC 
BARIUM 
EORON 
CADMIUM 
CADMIUM GRAPHITE 
CHROMIUM 
CHROMIUM GRAPHITE - -
CHROMIUM, HEXAVALENT -
COBALT 
COPPER 
GOLD 
JflW 
lead 
LEAD GRAPHITE 
MAGtfSIUM 
HANGAfESE 
tfRCURY 
MOLYBDENUM 
NICKEL 
POTASSIUM 
SELENIUM 
SILICON 
SILVER 
SODIUM 
TIN 
TITANIUM 
IINC -

0.007 
(0.1 

<0.001 

<0.005 

(0.01 

(0.01 

(0.005 

(0.01 
(0.0005 

0.005 

(0.001 

0.005 
for use in advertising is not authorized. 

CONTENTS: DISSOLVED IRiW (0.01 eg/1 DISSOLVED MANGANESE (0.01 eg/1 DISSOLVED 2INC : 0.002 eg/1 



250 S. Beechwood Avenue, Suite II 
Boise, Idaho 83709 
(208) 376-2257 

LABORATORY REPORT 

TECHNICO & ENVIRO SERVICE 
201 W. 33RD 
KENNEWICE , WA 

ATTENTION: JOHN ZILLICH 
SOURCE JOB tTECHNICO 152 

LAB SAMPLE NUMBER - 6657 

DATE COLLECTED - - 12/09/87 
TIME COLLECTED - -

99336 DATE RECEIVED .* 12/11/87 
DATE REPORTED - - - : 01/27/88 
SUBMITTED : JOHN ZILLICH 

- JUB CONTROL (PASCO LANDFILL) 

BACTERIA (Organises/ml) 

TOTAL COLIFORH 
FECAL COLIFORH 

RET CHEMISTRY (ag/1 unless noted) 

BIOCHEMICAL OXYGEN - -
CtEHICAL OXYGEN DEMAND -
OIL I GSWSF 
SUSPENDED SOLIDS 
TOTAL DISS. SOLIDS - - ~ 
TOTAL SOLIDS 
VOLATILE SOLIDS 
SETTLEABLE SOLIDS 

(10.0 

FECAL STREP - -
STD PLATE COUNT 

FLUORIDE 
HARDNESS 

67.S 

ACIDITY -• 
ALXALINITY 
BICARBONATE 
CARBONATE 
CALCIUM 
CHLORIDE : 28.4 
RESIDUAL CHLORINE - - -
COLOR 
SPEC. CONDUCTANCE - - -
CORROSIVITY 
CYANIDE FREE 
CYANIDE TOTAL 
CYANIDE REAL ACID DIS -

ADDITIONAL TESTS AVAILABLE UPON REQUEST 
This report, for the exclusive use of the clientls) to ttioa it is addressed. Its disclosure to others 
These results refer only to the specific saaple tested. Liability is liaited to cost of analysis. 

AMMONIA asN 
AtmiA DIST. - - -
NITRATE asN 
NITRITE 
ORGANIC NITROGEN 
TOTAL KJELDAHL NITROGEN -

PHENOL 
pH (S.U.) 
ORWO PHOSPHATE 
TOTAL PHOSPHATE 
SULFATE 
SULFIDE - -
SURFACTANT 
TAWIN I L1GNIN 
TEMPERATURE 
T.O.C. 
TURBIDITY (N.T.U.) - - -
E P TOXICITY 

(0.05 

: J.37 
<0.1 

METALS lag/1) unless noted 

ALUMINUM 
ANTIMONY 
ARSENK 
BARIUM 
BORON 
CADMIUM 
CADMIUM GRAPHITE 
CHROMIUM 
CHROMIUM GRAPHITE - --
CHROMIUM, HEXAVALENT - -
COBALT -
COPPER 
GOLD 
JflW 
LEAD 
LEAD GRAPHITE 
MAGNESIUM 
HANGMSE 
tERCURY 
MOLYBDEHM 
NICKEL 
POTASSIUM 
SELENILN 
SILICON 
SILVER 
SODIUM 
UN 
TITANIUM 
1INC 

0.010 
<0.1 

(0.001 

(0.005 

(O.Oi 

0.02 

(0.005 

(0.01 
(0.0005 

0.0055 

(0.001 

(0.001 

for use in advertising is not authorized. 

COMMENTS: DISSOLVED IRON : (0.01 ag/1 DISSOLVED MANGAtCSE : <0.01 ag/1 DISSOLVED UNC (0.001 ag/1 



>4 z cr jjJGrjyr O.RJ1 

250 S. Beechwood Avenue, Suite II 
Boise, Idaho 83709 
(208) 376-2257 

LABORATORY REPORT 

TECHNICO & ENVIRO SERVICE 
201 W. 33RD 
KENNEWICK , WA 99336 

DATE COLLECTED - - -
TIME COLLECTED - - -
DATE RECEIVED - - -
DATE REPORTED - - -

12/09/87 

12/11/87 
01/27/88 

ATTENTION: JOHN ZILLICH 
SOURCE JOB /TECHNICO 152 - EEl 

SUBMITTED 
(PASCO LANDFILL) 

LAB SAMPLE NUMBER - 6658 

JOHN ZILLICH 

BACTERIA (Organisss/lOOsl) 

TOTAL COLIFORH 
FECAL COLIFORH 

NET CtBflSTfir (eg/1 unless noted) 

BIOCHEMICAL OXYGEN - - -
CHEMICAL OXYGEN DEMAND -
OIL t GHEASE 
SUSPENDED SOLIDS 
TOTAL DISS. SOLIDS - - -
TOTAL SOLIDS 
VOLATILE SOLIDS 
SETTLEABLE SOLIDS - - -

ACIDITY 
ALKALINITY 
BICARBONATE 
CARBONATE 
CALCIUM 
OLOBIDE 
NESIDUAL CHORIfE 
COLO! 
SPEC. CONDUCTANCE 
CORBOSIVITY - - -
CYANIDE FfiE - - -
CiAiiiDt TOTAL - -
bimia. M-/M m.Ji» 4UJ 

FECAL STfEP - -
STD PLATE COUNT 

FLUORIDE 
HARDNESS 

AMMONIA as N 
AimiA DIST. 
NITRATE asN 
NITRITE 
ORGANIC NITROGEN 
TOTAL KJELDAHL NITROGEN 

PTCNOL 
pH (S.U.) 
ORTHO PHOSPHATE 
TOTAL PHOSPHATE 
SULFATE 
SULFIDE 
SURFACTANT 
TAWIN K LIMN 
TEMPERATURE 
T.O.C. 
TURBIDITY (N.T.U.) - - -
E P TOXICITY 

ADDITIONAL TESTS AVAILABLE UPON REQUEST 
This report for the exclusive use of the client(s) to dios it is addressed. Its disclosure to others 
These results refer only to the specific sasple tested. Liability is lieited to cost of analysis. 

METALS (eg/1) unless noted 

ALUMINUM 
AHTIHONY 
ARSENIC : 0.013 
BARIUM : (0.1 
BORON 
CADMIUM 
CADMIUM GRAPHITE : <0.001 
CHROMIUM 
CHROHIUM GRAPHITE - - - : 0.020 
CHROMILM, HEXAVALENT - -
COBALT 
COPPER : (0.01 
gold 
IRON : 0.39 
LEAD 
LEAD GRAPHITE : (0.005 
MAMSIUM -
MANGATESE : <0.01 
KRCURY : 0.0006 
MOLYBDENUM 
NICKEL 
POTASSIUM 
SELENIUM - - - : <0.005 
SILICON 
SJL® : <0.001 
SODIUM 
UN 
TITANIUM 
m o.OOE 

for use in advertising is not authorised. 



>4 zcrjr̂ rAf jtojzr 

£50 5. Beechwood Avenue, Suite II 
Boise, Idaho 83709 
(208) 376-2257 

LABORATORY REPORT 

TECRNICO & ENVIRO SERVICE 
201 tf. 33RD 
KENNEWICK , WA 99336 

ATTENTION: JOHN ZILLICH 
SOURCE JOB tTECHNICO 152 - EE2 

SUBMITTED 
(PASCO LANDFILL) 

DATE COLLECTED - - -
TIME COLLECTED - - -
DATE RECEIVED - - -
DATE REPORTED -

JOHN ZILLICH 

12/09/87 

12/11/87 
01/27/88 

LAB SAMPLE NUMBER - 6659 

BACTERIA (Organises/lOQal) 

TOTAL COLIFORM 
FECAL COLIFOM 

FECAL STREP - -
STB PLATE COlifT 

RET OMSTRY (eg/I unless noted) 

BIOOCHICAL OXYGEN - - -
CtCMICAL OXYGEN DEMAND ~ 
OIL t GREASE 
SUSPENDED SOLIDS 
TOTAL DISS. SOLIDS - - -
TOTAL SOLIDS 
VOLATILE SOLIDS 
SETTLEABLE SOLIDS 

FLUORIDE 
HARDtESS 

AMONIA asN 
AffiONIA DIST. 
NITRATE asN 
NITRITE 
ORGANIC NITROGEN 
TOTAL XJELDAH NITROGEN 

ACIDITY 
ALKALINITY 
BICARBONATE 
CARBONATE 
CALCIUM 
CHORIDE 
RESIDUAL CHORINE - - • 
COLOR 
SPEC. CONDUCTANCE - - • 
CORROSIVITY 
CYANIDE FfEE 
CYANIDE TOTAL 
CYANIDE fOUT ACID DIS 

ADDITIONAL TESTS AVAILABLE UPON REOtfST 
This report for the exclusive use of the chent(s) to dioa it is addressed. Its disclosure to others 
These results refer only to the specific saeple tested. Liability is lieited to cost of analysis. 

PHENOL 
pH (S.U.) 
ORTHO PHOSPHATE 
TOTAL PHOSPHATE 
SULFATE 
SULFIDE 
SURFACTANT 
TAMN i LIGNIN 
TEMPERATURE 
T.O.C. 
TURBIDITY (N.T.U.) - ~ 
E P TOXICITY 

METALS (eg/1) unless noted 

ALUMINUM 
ANTIMONY 
ARSENIC : 0.010 
BARIUM : (O.J 
BORON 
CADMIUM -
CADMIUM GRAPHITE : <0.001 
CHROMIUM 
CHROMIUM GRAPHITE - 0.016 
CHROMIUM, HEXAVALENT -
COBALT -
COPPER : <0.01 
GOLD 
IRON * - : 0.0J 
LEAD 
LEAD GRAPHITE : (0.005 
MA6HSIUM 
MANGANESE : (0.01 
MERCURY : 0.0005 
MOLYBDENUM 
NICKEL 
POTASSIUM 
SELENIUM : 0.005 
SILICON 
SILVER : <0.001 
SODIUM 
TIN 
TITANIUM 
UNO : 0.004 

for use in advertising is not authoriied. 
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250 S. Beecbwood Avenue, Suite II 
Boise, Idaho 83709 
(208) 376-2257 

LABORATORY REPORT 

TECENICO & ENVIRO SERVICE 
201 W. 33RD 
KENNEWICE , WA 99336 

ATTENTION: JOHN ZILLICH 
SOURCE JOB tTECHNICO 152 - EE3 

SUBMITTED 
(PASCO LANDFILL) 

DATE COLLECTED - - -
TIME COLLECTED - - -
DATE RECEIVED - - -
DATE REPORTED - - -

JOHN ZILLICH 

12/09/87 

12/11/87 
01/27/88 

T A R  S A M P L E  N U M B E R  - 6660 

BACTERIA (Organisas/lOOel) 

TOTAL COLIFORM 
FECAL COLIFORM 

VET OCMISTRY (og/1 unless noted) 

BIOCHEMICAL OMEN - - -
CHEMICAL OXYGEN DEMAND -
OIL I GNEASE 
SUSPENDED SOLIDS 
TOTAL DISS. SOLIDS - - -
TOTAL SOLIDS 
VOLATILE SOLIDS 
SETTLEABLE SOLIDS 

ACIDITY 
ALXALINITY 
BICARBONATE 
CARBONATE 
CALCIUM - - -
CHORIDE 
RESIDUAL CHORINE - - -
COLOR 
SPEC. CONDLCTANCE 
CORROSIVITY 
CYANIDE FREE 
CYANIDE TOTAL 
CYANIDE MBUT ACID DIS -

FECAL STREP - -
STD PLATE COUNT 

FLUORIDE 
HARDtCSS 

AWONIA asN 
AMMONIA DIST. 
NITRATE asN 
NITRITE 
ORGANIC NITROGEN 
TOTAL XJELDAH NITROGEN 

PHENOL 
pH (S.U.) 
ORTHO PHOSPHATE - -
TOTAL PHOSPHATE - -
SULFATE 
SULFIDE 
SURFACTANT 
TAMIN I L1GNIN - -
TEMPERATURE 
T.O.C. 
TURBIDITY (N.T.U.) 
E P TOXICITY - - -

ADDITIONAL TESTS AVAILABLE UPON f£0t£ST 
This report for the exclusive use of the client is) to uhoe if is addressed. Its disclosure to others 
These results refer only to the specific saaple tested. Liability is hunted to cost of analysis. 

METALS (tg/1) unless noted 

AUBINUM 
ANTIMONY - -
ARSENIC 
BARIUM 
BORON 
CADHIUM 
CADMIUM GRAPHITE 
CHROMIUM 
CHROMIUM GRAPHITE - - -
CHROMIUM, HXAVALENT - -
COBALT 
COPPER 
GOLD 
IRON 
LEAD 
LEAD GRAPHITE 
HAQESIUM 
MANGANESE 
fERCURY 
MOLYBDENUM 
NICKEL 
POTASSIUM 
SELENIUM - -
SILICON 
SILVER 
SODIUM 
UN 
TITANIUM 
IINC 

for use in advertising is not authorized. 
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250 S. Beechwood Avenue, Suite IJ 
Boise, Idaho 83709 
(208) 376-2257 

LABORATORY REPORT 

TECHNICO & ENVIRO SERVICE 
201 W. 33RD 
KENNEV/ICK , WA 99336 

ATTENTION: JOHN ZILLICH 
SOURCE JOB 4TECHNICO 152 - EE4 

SUBMITTED 
(PASCO LANDFILL) 

DATE COLLECTED - - -
TIME COLLECTED - - -
DATE RECEIVED 
DATE REPORTED - - -

JOHN ZILLICH 

12/09/87 

12/11/87 
01/27/88 

LAB SAMPLE NUMBER - 6661 

BACTERIA (Organisas/lOOal) 

TOTAL COLIFOM 
FECAL COLIFORH 

UET OEMISTRY (ag/1 unless noted) 

BIOOEMICAL OXYGEN - - -
CHEMICAL OXYGEN DEHAM -
OIL I 0£4Sf 
SUSPENDED SOLIDS 
TOTAL DISS. SOLIDS - - -
TOTAL SOLIDS 
VOLATILE SOLIDS 
SETTLEABLE SOLIDS 

ACIDITY 
ALKALINITY 
BICARBONATE 
CARBONATE 
CALCIUM 
CHLORIDE 
RESIDUAL CHORItE - -
COLOR 
SPEC. CmUCTANCE - -
CORROSIVITY 
CYANIDE FREE 
CYANIDE TOTAL 
CYANIDE NEAX ACID DIS 

FECAL STREP - -
STD PLATE COUNT 

FLUORIDE 
HARDNESS 

/mm A asN 
AttmiA DIST. 
NITRATE asN 
NITRITE 
ORGANIC NITROGEN 
TOTAL KJELDAH NITROGEN 

PHENOL 
PH (S.U.) 
ORTHO PHOSPHATE - -
TOTAL PHOSPHATE - -
SULFATE 
SULFIDE 
SURFACTANT 
TAMtlN t LIGNIN - -
TEMPERATURE 
T.O.C. 
TURBIDITY (N.T.U.) 
E P TOXICITY - - -

ADDITIONAL TESTS AVAILABLE UPON TEQUEST 
This report for the exclusive use of the clierit(s) to uhoa it is addressed. Its disclosure to others 
These results refer only to the specific saaple tested. Liability is lieited to cost of analysis. 

METALS (ag/1) unless noted 

ALUMINtB 
ANTIMONY 
ARSEWC 
BARIUM 
BORON 
CADMIUM 
CADMIUM GRAPHITE 
CHROMIUM 
CHROMIUM GRAPHITE - - -
CmUUM, fCXAVALENT - -
COBALT 
COPPER 
GOLD - -
IRON 
LEAD 
LEAD GRAPHITE 
HAXSIUH 
MANGANESE 
tERCURY 
MOLYBDENUM 
NICKEL 
POTASSIUM 
SELENIUM 
SILICON 
SILVER 
SODIUM 
T I N - - -
TITANIUM 
IINC 

0.01. 
0.2 

<0.001 

<0.005 

(0.01 

0.02 

(0.005 

(0.01 
<0.0005 

0.007 

<0.001 

0.004 
for use in advertising is not authorized. 

LahoraL 
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250 S. Beechwood Avenue, Suite II 
Boise, Idaho 83709 
(208) 376-2257 

LABORATORY REPORT 

TECHNICO & ENVIRO SERVICE 
201 W. 33RD 
KENNEWICK , WA 99336 

ATTENTION: JOHN ZILLICH 
SOURCE JOB tTECHNICO 152 - EE5 

SUBMITTED 
(PASCO LANDFILL) 

DATE COLLECTED - - -
TIME COLLECTED - - -
DATE RECEIVED - - -
DATE REPORTED - - -

JOHN ZILLICH 

12/09/87 

12/11/87 
01/27/88 

T A R  X A M P T . R  NUMBER - 6662 

BACTERIA (Organisas/lOOal) 

TOTAL COLIFORM 
FECAL COLIFORfi 

RET QEHISTRY (eg/1 unless noted) 

BIOCHEMICAL OXYGEN - -
CTEHICAL OXYGEN DEMAND -
OIL I GREASE 
SCREWED SOLIDS 
TOTAL DISS. SOL IDS - - -
TOTAL SOLIDS 
VOLATILE SOLIDS 
SETTLEABLE SOLIDS 

ACIDITY 
ALKALINITY 
BICARBONATE 
CARBONATE 
CALCIUM 
CH0RIDE 
RESIDUAL CHORINE 
COLOR 
SPEC. CONDUCTANCE - - -
CORROSIVITY 
CYANIDE FREE 
CYANIDE TOTAL 
CYANIDE REAX ACID DJS -

FECAL STREP - -
STD PLATE COLNT 

FLUORIDE 
HARDNESS 

AMMONIA as N 
mJNIA DIST. 
NITRATE as N 
NITRITE 
ORGANIC NITROGEN 
TOTAL KJELDAH NITROGEN 

PHENOL 
pH (S.U.) - -
ORTHO PHOSPHATE 
TOTAL PHOSPHATE 
SULFATE 
SULFUE 
SURFACTANT 
TAWIN t LIMN 
TENPERATURE 
T.O.C. 
miDITY (N.T.U.) - -
E P TOXICITY 

ADDITIONAL TESTS AVAILABLE UPON REQtFST 
This report for the eiclusive use of the client(s) to dwe it is addressed. Its disclosure to others 

it^jLS /eiw only to the specific saaple tested. Liability is litited to cost of analysis. 

METALS (tg/1) unless noted 

ALUMINUM 
ANTIMONY 
ARSENIC 
BARIUM - - -
BORON 
CADMIUM 
CADMIUM GRAPHITE 
CHROMIUM 
CHROMIUM GRAPHITE - - -
CHROMIUM, TCXAVALENT - -
COBALT - -
COPPER 
GOLD 
IRON 
LEAD 
LEAD GRAPHITE 
MAGfESIUM 
MANGAHSE 
KRCURY 
MOLYBDENUM 
NICKEL 
POTASSIUM 
SELENIUM 
SILICON 
SILO - -
SODIUM 
TIN 
TITANIUM 
ZINC 

0.011 
<0.1 

<0.001 

<0.005 

<0.01 

0.10 

(0.005 

<0.01 
<0.0005 

0.0065 

<0.001 

0.004 
for use in advertising is not authorized. 
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250 S. Beechwood Avenue, Suite II 
Boise, Idaho 83709 
(208) 376-2257 

LABORATORY REPORT 

TECHNICO & ENVIRO SERVICE 
201 W. 3 3RD 
EENNEWICK , WA 99336 

DATE COLLECTED - - -
TIME COLLECTED - - -
DATE RECEIVED - - -
DATE REPORTED - - -

12/09/87 

12/11/87 
01/27/88 

ATTENTION: JOHN ZILLICH 
SOURCE JOB *TECHNICO 152 - EE8 

SUBMITTED 
(PASCO LANDFILL) 

JOHN ZILLICH 

LAB SAMPLE NUMBER - 6665 

BACTERIA (Qrganisas/lOOel) 

TOTAL CQLIFORM 
FECAL COLIFORH 

tETALS lag/I) uflJess noted 

RET CHEMISTRY log/1 unless noted) 

BIOOEMICAL OXYGEN - - -
CHEMICAL m£EH DEMAND -
OIL S CREASE 
SUSPENDED SOLIDS 
TOTAL DISS. SOLIDS - - -
TOTAL SOLIDS 
VOLATILE SOLIDS 
SETTLEABLE SOLIDS 

ACIDITY 
ALKALINITY 
BICARBONATE 
CARBONATE 
CALCIUM 
CHLORIDE 
RESIDUAL CHLORINE 
COLO) 
SPEC. CONDUCTANCE 
CORROSIVITY 
CYANIDE FREE 
CYANIDE TOTAL 
CYANIDE NEAK ACID DIS -

FECAL STREP - -
STD PLATE COUNT 

FLUORIDE 
HARDNESS 

AMMONIA asN 
AMMONIA DIST. 
NITRATE asN 
NITRITE 
ORGANIC NITROGEN 
TOTAL KJELDAHL NITROGEN 

PTENOL 
pH (S.U.) 
ORTHO PHOSPHATE - - -
TOTAL PHOSPHATE - - -
SULFATE 
SULFHIE 
SURFACTANT 
TAWIN t L16NIN - - ' 
TEMPERATURE 
T.O.C. 
TURBIDITY (N.T.U.) -
E P TOXICITY 

ALUMINJK 
ANTIMONY 
ARSENIC 
BARIUM 
BORON 
CADMIUM 
CADMIUM GRAPHITE - - -
CHROMIUM 
CHROMIUM GRAPHITE - -
CHROMIUM, TEXAVALENT -
COBALT 
COPPER 
GOLD 
IRON 
lead 
LEAD GRAPHITE 
NAGtESIUM - -
MANGAIESE 
IERCURY 
MOLYBDENUM 
NICKEL 
POTASSIUM 
SELENIUM 
SILICON 
SILVER 
SODILM 
TIN 
TITANIUM 
IINC 

D.OOS 
(0.1 

<0.001 

(0.005 

(0.01 

0.01 

(0.005 

<0.01 
<0.0005 

<0.005i 

(0.001 

ADDITIONAL TESTS AVAILABLE UPON REQUEST . . . 
This report for the exclusive use of the clientls) to uhot it is addressed. Its disclosure to others for use in advertising is not authorized. 
These results refer only to the specific satple tested. Liability is litited to cost of analysis. 

0.0& 
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£50 5. Beecbwood Avenue, Suite II 
Boise, Idaho 83709 
(208) 376-2257 

LABORATORY REPORT 

TECHNICO & ENVIRO SERVICE 
201 W. 33RD 
KENNEWICK , WA 99336 

ATTENTION: JOHN ZILLICH 
SOURCE JOB tTECHNICO 152 - EE6 

SUBMITTED 
(PASCO LANDFILL) 

DATE COLLECTED - - -
TIME COLLECTED - - -
DATE RECEIVED - - -
DATE REPORTED - - -

JOHN ZILLICH 

12/09/87 

12/11/87 
01/27/88 

r.AR :SAMPLE NUMBER - 6663 

BACTERIA (OrganJsos/lOOel) 

TOTAL COL I FORM 
FECAL COUFORM 

IfT OCHISTRY (tg/1 unless noted) 

BIOCHEMICAL OXYGEN - -
OCHICAL OXYGEN DEMAND -
OIL t 6REASE 
SUSPENDED SOLIDS - - -
TOTAL DISS. SOLIDS - -
TOTAL SOLIDS 
VOLATILE SOLIDS 
SETTLEABLE SOLIDS - - • 

ACIDITY 
ALKALINITY 
BICARBONATE 
CARBONATE 
CALCIUM 
CHLORIDE 
KSIDUAL CHORItE - - -
COLOR 
SPEC. CONDUCTANCE - - ' 
CORROSIVITY -
CYANIDE FREE 
CYANIDE TOTAL 
CYANIDE NEAR ACID DIS -

FECAL STREP ~ -
STD PLATE COUNT 

FLUORIDE 
HARDNESS 

mm A as N 
AMNIA DIST. 
NITRATE as N 
NITRITE 
ORGANIC NITROGEN 
TOTAL KJELDAH NITROGEN 

PHENOL 
pH (S.U.) 
ORTHO PHOSPHATE - -
TOTAL PHOSPHATE - -
SULFATE 
SULFIDE 
SURFACTANT 
TAMIN I LIGN1N - -
TEMPERA RlfE 
T.O.C. 
TURBIDITY (N.T.U.) 
E P TOXICITY - - -

ADDITIONAL TESTS AVAILABLE WON REQUEST 
This report for the exclusive use of the client!s) to uhoe it is addressed. Its disclosure to others 
These results refer only to the specific saapJe tested. Liability is liiited to cost of analysis. 

METALS (ag/1) unless noted 

ALUMINLM 
ANTIMONY 
ARSENIC 
BARIUM 
BORON 
CADMIUM 
CADMIUM GRAPHITE - -
CHROMIUM -
CHROMIUM GRAPHITE -
CtmilUM, TCXAVALENT 
COBALT 
COPPER 
SOLD 
IRON 
L E A D - - -
LEAD GRAPHITE 
MAGNESIUM 
HANGAfESE 
tERCURY 
MOLYBDENUM 
NICKEL -
POTASSIUM 
SELENIUM 
SILICON 
SILVER 
SODIUN 
UN 
TITANIUM 
UNC 

0.011 
<0.1 

<0.001 

<0.005 

<0.01 

0.05 

<0.005 

<0.01 
<0.0005 

<0.005 

<0.001 

0.005 
for use in advertising is not authorized. 
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£50 5. Beechwood Avenue, Suite II 
Boise, Idaho 83709 
(208) 376-2257 

LABORATORY REPORT 

TECHNICO & ENVIRO SERVICE 
201 W. 33RD 
KENNEWICK , WA 99336 

DATE COLLECTED - - -
TIME COLLECTED - - -
DATE RECEIVED - - -
DATE REPORTED - - -

12/09/87 

12/11/87 
01/27/88 

ATTENTION: JOHN ZILLICH 
SOURCE JOB it TECHNICO 152 - EE 7 

SUBMITTED 
(PASCO LANDFILL) 

LAB SAMPLE NUMBER - 6664 

JOHN ZILLICH 

BACTERIA (Organisas/lOOal) 

TOTAL COLIFORH 
FECAL COLlFORh 

LET CHEMISTRY (ag/1 unless noted) 

BIOCHEMICAL OXYGEN - - -
OEHICAL OXYGEN DEMAND -
OIL S GREASE 
SUSPENDED SOLIDS 
TOTAL DISS. SOLIDS - - -
TOTAL SOLIDS 
VOLATILE SOLIDS 
SETTLEABLE SOLIDS 

ACIDITY 
ALKALINITY -
BICARBONATE 
CARBONATE 
CALCIUM 
CHORIDE 
RESIDUAL CHORINE - - -
COLOR 
SPEC. CONDUCTANCE - - -
CORROSIVITY 
CYANIDE FREE 
CYANIDE TOTAL 
CYANIIE HEAK ACID DIS -

FECAL STREP - -
STD PLATE COUNT 

FLUORIDE 
HARDNESS 

AftfONIA asN 
tmUA DIST. 
NITRATE asN 
NITRITE 
ORGANIC NITROGEN 
TOTAL KJELDAH NITROGEN 

PtENOL 
pH (S.U.) 
ORTHO PHOSPHATE 
TOTAL PHOSPHATE 
SULFATE 
SULFIDE 
SURFACTANT 
TAffllN & LIGNIN 
TEMPERATURE 
T.O.C. 
TURBIDITY (N.T.U.) - - -
E P TOXICITY 

ADDITIONAL TESTS AVAILABLE UPON REQUEST 
This report for the exclusive use of the client(s) to uhot it is addressed. Its disclosure to others 
These results refer only to the specific satple tested. Liability is Jiaited to cost of analysis. 

METALS (eg/1) unless noted 

ALUMINUM 
ANTIMONY 
ARSENIC 
BARIUM 
BORON 
CADMIUM 
CADMIUM GRAPHITE 
CHROMIUM 
CHROMIUM GRAPHITE - - -
CHROMIUM, TEXAVALENT - -
COBALT 
COPPER 
GOLD 
IRON 
LEAD- - -
LEAD GRAPHITE 
MAGNESIUM - - • 
MANGANESE 
fERCURY 
MOLYBDENUM 
NICKEL 
POTASSIUM -
SELENIUM 
sium 
SILVER 
SODIUM 
TIN 
TITANIUM 
IINC 

0.017 
(0.1 

(0.001 

(0.005 

(0.01 

(0.01 

(0.005 

<0.01 
(0.0005 

(0.005 

(0.001 

0.00J 
for use in advertising is not authorized. 


